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Dear Sir or Madam :
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commitments .
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Arlington, TX 76011-806 4

NRC Senior Resident Inspecto r
Arkansas Nuclear One
P .O. Box 31 0
London, AR 72847

Institute of Nuclear Power Operation s
700 Galleria Parkwa y
Atlanta, GA 30339-5957
LEREvents@inpo .org
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While performing the Main Turbine Overspeed Trip Test with reactor power approximately 42
percent, an automatic actuation of the Reactor Protection System (RPS) occurred . Upon

completion of the Overspeed Trip Test, the trip/latch lever failed to fully reset an d
latch, thereby preventing restoration of the Auto Stop Oil System pressure . When the test
lever was released, the turbine tripped resulting in a reactor trip . Plant response to the
trip was normal and uncomplicated . The plant was stabilized in hot standby conditions .
The direct cause for the Auto Stop Oil System pressure failing to be restored wa s
determined to be binding of the mechanical trip spool valve in a partially trippe d
condition due to the buildup of corrosion particles and oil-based residue on the spoo l
valve surfaces . The Auto Stop Oil System and the mechanical trip spool valve an d
associated components were inspected and cleaned or repaired as necessary . Preventive
maintenance tasks will be developed requiring routine inspections and flushing of the Aut o
Stop Oil System . The event was determined to have had minimal safety significance .
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Plant Statu s

At the time this event occurred, Arkansas Nuclear One Unit 1
(ANO-l) was in Mode 1 at approximately 42 percent power . Reactor
power was being reduced in preparation for a scheduled refuelin g
outage .

Event Description

AND-1 experienced an automatic actuation of the Reacto r
Protection System (RPS) [JC] during performance of the Main
Turbine Overspeed Trip Test .

The Overspeed Trip Test allows testing of the mechanical tri p
devices of the Main Turbine . When the overspeed trip test lever
is taken to the test position, oil pressure from the interfac e
valve to the emergency trip block and overspeed trip mechanis m
dump valves is blocked . The mechanical trips may then be teste d
without lowering oil pressure on the interface valve . The
overspeed trip test lever must be held in the test position fo r
the duration of the test . Trip functions are then tested by
placement of the trip/latch lever in "trip," allowing the Aut o
Stop Oil pressure to be reduced below the trip setpoint . Upon
completion of the Overspeed Trip Test, the trip/latch lever is '
reset and placed in the "latched" position allowing the Aut o
Stop Oil System pressure to be restored . The trip test lever i s
then released .

On October 4, 2002, during power reduction for a schedule d
refueling outage, operations personnel commenced testing of th e
turbine overspeed trip functions . Upon completion of the
Overspeed Trip Test, with the unit at approximately 42 percen t
power, the trip/latch lever failed to fully reset and latch ,
preventing restoration of the Auto Stop Oil pressure . When the
overspeed trip test lever was released, the turbine trippe d
resulting in a reactor trip .

Prior to releasing the trip test lever, Operations personne l
performing the test verified with the Control Room support senio r
reactor operator that reactor power level was below the RP S
Reactor Trip on Turbine Trip setpoint . Subsequent investigation
revealed that slight changes in reactor power were being detecte d
by the RPS channels, allowing the Reactor Protection System t o
cycle in and out of the bypassed condition .

The post trip plant response was normal .
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C. Root Caus e

Preventive maintenance performed on the overspeed trip/test valv e
and associated flow orifices was not adequate to detect equipmen t
degradation . In addition, flushing of the Turbine Lube Oi l
System following refueling and turbine overhaul outages wa s
ineffective for removing moisture from the initial oil placed i n
the system, thereby creating a corrosion enabling environment .

Oil-based residue and other corrosion products were found on th e
overspeed trip/test valve surfaces resulting in binding of th e
mechanical trip spool valve in a partially tripped condition .

System design did not include indication of the Auto Stop Oi l
System pressure or adequate indication of actual trip/latch leve r
position to allow verification of conditions prior to releasin g
the trip test lever .

D. Corrective Actions

The Auto Stop Oil System and associated components were inspecte d
for corrosion and residue buildup and were cleaned or repaired a s
necessary . The Turbine Lube Oil System reservoir and the oi l
supply piping were inspected and cleaned and portions of th e
system were flushed .

A pressure indicator has been installed on the Auto Stop Oi l
System trip header to allow verification that oil pressure ha s
been restored prior to releasing the trip test lever .

Preventive maintenance tasks will be developed for the Auto Stop
Oil and Turbine Trip Systems requiring routine oil flushes an d
inspections of the overspeed trip valves and orifices .

The Auto Stop Oil System and associated components will b e
inspected during the next refueling outage to determine i f
additional actions are needed .

E. Safety Significanc e

The safety systems operated as expected to initiate the automati c
reactor trip . There were no actuations of any Engineered Safet y
Features System . The plant was established in stable hot standb y
conditions without complications . Therefore, this event ha d
minimal safety significance .
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Arkansas Nuclear One - Unit 3 .

NARRATIVE (17)

F. Basis for Reportability

An automatic actuation of the Reactor Protection System is bein g
reported in accordance with 10CFR50 .73(a)(2)(iv)(A) . A report of
this event was made to the NRC Operations Center at 2330 CDT o n
October 4, 2002, in accordance with 10CFR50 .72(b)(2)(iv)(B) .

G. Additional Information

There have been no previous similar events reported by ANO a s
Licensee Event Reports (LERs) .

Energy Industry Identification System (EIIS) codes are identifie d
in the text as [XX] .
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